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This work concerns an innovative solar assisted desiccant and evaporative cooling (DEC) system for building air conditioning. In this
system, air-to-air packaged wet heat exchangers are used to maximize the exploitation of the evaporative cooling potential associated
with the exhaust air stream.
The thermodynamic cycle is ﬁrst theoretically described, and then an example of a real application is shown.
The system presented is an experimental DEC system originally installed at the beginning of 2008 at the Solar Laboratory of the Uni-
versity of Palermo and recently modiﬁed and updated. These modiﬁcations have been implemented with the aim to foster some problems
related to the conventional indirect evaporative process and to increase the overall performance of the process.
Diﬀerent energy performance ﬁgures, such as thermal and electrical COP, are presented and discussed.
The obtained results are very positive, showing that DEC systems can beneﬁt from the use of wet heat exchangers to eﬃciently cool
the air stream after the adsorption process in the desiccant wheel without any change in moisture content.
 2011 Elsevier Ltd. All rights reserved.
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The Solar DEC technology is an interesting and fasci-
nating solution for applications in building air condition-
ing. It is a thermally driven open cooling cycle based on
evaporative cooling and adsorption processes. In a solar
desiccant cooling cycle, solar energy is used to regenerate
a desiccant material that dehumidiﬁes moist air by vapor
adsorption; the resulting dry and warm air is cooled in a
sensible heat exchanger (usually rotating) and then in an
(direct) evaporative cooler. By associating diﬀerent elemen-
tary treatments in moist air (dehumidiﬁcation, sensible
cooling and evaporative cooling) both in the process and
exhaust air, the technique uses water as a refrigerant and0038-092X/$ - see front matter  2011 Elsevier Ltd. All rights reserved.
doi:10.1016/j.solener.2011.11.003
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E-mail address: ﬁnocchiaro@dream.unipa.it (P. Finocchiaro).mostly solar energy as driving heat. In a solar autonomous
DEC system, electricity is only used in the auxiliaries, so
the technique is environmentally friendly. If the pure
DEC eﬀect is not suﬃcient to guarantee indoor air condi-
tions for the speciﬁc application, a hybrid DEC – conven-
tional cooling cycle can be used by adding one or more
traditional cooling coils connected with an electric water
refrigerator to the standard DEC cycle (Henning, 2004).
In some recent studies, the energy performances of the
DEC systems have been investigated, but a few cases have
mentioned energy savings in comparison to a conventional
air handling unit (AHU) (Bourdoukan et al., 2009; Rowe
et al., 2010).
Monitoring results of theDEC system in the original con-
ﬁguration have been presented in previous publications by
the same authors (Beccali et al., 2008, 2009).Monthly results
were presented and elaborated according to a monitoring
Nomenclature
_m air ﬂow rate (kg/h)
cp speciﬁc heat capacity of air (kWh/kg C)
P cooling/heating power (kW)
Q cooling/heating energy (kWh)
h speciﬁc enthalpy of air (kJ/kg)
Twb wet bulb temperature (C)
TR temperature ratio (–)
e eﬃciency of wet heat exchanger (–)
PEsaving primary energy saving (%)
t operation hours (h)
WC water consumption (kg)
r0 heat of vaporization of water (kWh/kg)
HX heat exchanger
CC cooling coil
HC heating coil
HU humidiﬁer
DW desiccant wheel
AI air intake
AHU air handling unit
DEC desiccant evaporative cooling
P. Finocchiaro et al. / Solar Energy 86 (2012) 608–618 609procedure developed in the framework of the International
Energy Agency (IEA) Solar Heating and Cooling (SHC)
Programme, Task 38 “Solar Air Conditioning and Refriger-
ation” (Sparber, 2008; Sparber et al., 2009).
This paper concerns an advanced DEC cycle concept
and the modiﬁcations made to the existing experimental
DEC plant to implement the new system conﬁguration.
Summer meteorological conditions of the speciﬁc site
according to the Italian climate database DBT of ENEA
are 28.3 C and 60% respectively as mean diurnal tempera-
ture and relative humidity for the time period of June, July,
August and September. Peak values of 30 C and 75%
respectively for temperature and relative humidity are nor-
mally reached during summertime.Fig. 1. Scheme of a packaged wet heat exchanger used for indirect cooling
process.2. Description of the components and thermodynamics
The main innovation in the DEC process is the use of
cross ﬂow plate heat exchangers. These devices are com-
monly used in air conditioning systems for heat recovery
purposes during the winter. When indirect evaporative
cooling is used, the same heat exchangers can be used to
eﬃciently cool the outside air during summer, wetting the
channels of the exhaust air with water (Rey Martı`nez
et al., 2004). In addition, this component can eﬃciently
be integrated in a desiccant cooling cycle downstream of
the adsorption process.
Other authors have already considered the application
of wet surface heat exchangers for indirect evaporative
cooling, but only in few cases has the coupling with DEC
system been investigated (Jain and Dhar, 1995; Rowe
et al., 2010).
The surface of secondary ﬂow (return air from the build-
ing) air channels is wetted by water sprayed by nozzles,
such that a water ﬁlm evaporates into the cooling air and
decreases the temperature of the heat exchange surface.
Process air ﬂowing in the primary airﬂow channels is
cooled down due to the lower temperature surface of the
separating wall of the heat exchangers (Fig. 1).
Some theoretical studies show that, due to the high val-
ues of water surface tension, the wall surface of cooling airpassages cannot be completely wetted with spray water,
which leads to a reduced mass transfer area for ﬁlm evap-
oration (Chengqin and Yang, 2006; Guo and Zhao, 1998).
In Fig. 2, the thermodynamic processes of the primary
air and secondary air are shown on a psychrometric chart.
If the enthalpy related to the evaporating water on the sec-
ondary side of the heat exchanger and heat losses to the
ambient are neglected, the following enthalpy balance can
be written:
_m1ðh11  h12Þ ¼ _m2ðh22  h21Þ
For an estimation of the energy performances of a wet
heat exchanger, eﬃciencies and temperature ratios can be
deﬁned with the following formulas:
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Fig. 2. Indirect evaporative cooling realized in a wet heat exchanger on
the psychrometric chart – primary and secondary ﬂows are marked with 1
and 2, respectively.
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Pmax
¼ _m1cp1ðT 11  T 12Þ
min½ð _m1cp1Þ; ð _m2cp2ÞðT 11  T 21wbÞ ½%;
TR ¼ ðT 11  T 12ÞðT 11  T 21wbÞ ðÞ
The temperature ratio and eﬃciency approximately
coincide if mass ﬂow rates on both sides of the heat exchan-
ger are equal. As already mentioned, this component real-
izes a continuous humidiﬁcation of the air during the heat
exchange process, permitting to reach high heat transfer
coeﬃcients on the secondary side and consequently low
values of the mean temperature of heat exchange surface.
Therefore primary air can easily be cooled to temperatures
even lower than of the entering secondary air because the
secondary air status is kept close to the saturation line dur-
ing the whole heat exchange process.3. System layout and modiﬁcation of the original DEC
conﬁguration
The layout of the original DEC system was a hybrid
conﬁguration with two additional auxiliary cooling coils
fed by a conventional vapor compression chiller integrated
in the DEC air handling cycle (Fig. 3). One coil is used for
pre-dehumidiﬁcation of the outside air stream; the other
coil controls the air temperature if the desired supply tem-
perature cannot be reached through indirect evaporative
cooling alone. Another speciﬁc feature of the system is
the use of part of the heat rejected by the refrigerator con-
denser to preheat regeneration airﬂow (see Fig. 4).
In the paper mentioned above (Beccali et al., 2008), the
system layout and its peculiarities are fully described, and
several monitoring results are presented and discussed.
As reported in detail, the system showed globally regular
operation and good energy performance during the moni-
toring phase. A primary energy saving of about 50% as a
mean seasonal value for the cooling operation was calcu-
lated. On the other side, some weak points related to the
energy performances of the system were found, such as
the following: High need of an auxiliary energy source; approximately
50% of the total cooling energy delivered by the AHU is
produced by the electric water refrigerator.
 Carry-over of water vapor from the return to the process
air side inside of the rotating heat exchanger, which can
be caused by air leakages across the sealing devices but
also by dust deposition on the internal surface of the
channels in the heat exchanger. Like an adsorbent mate-
rial, dust can adsorb humidity that can be thus trans-
ferred form the return to the supply side. It was found
that moisture carry-over, reducing the dehumidiﬁcation
potential of the desiccant unit, may aﬀect the energy per-
formance of the system, leading to a greater use of the
auxiliary cooling coils.
 Low contribution to the sensible cooling load of the
building; supply temperatures registered at the outlet
of the rotating sensible heat exchanger were never under
26 C.
Fore these reasons system was recently modiﬁed and the
main changes introduced can be summarized in the follow-
ing points:
 With the aim to increase the cooling eﬀect due to water
evaporation in the return airﬂow rate and to eliminate
the moisture carryover that previously occurred in the
rotative heat exchanger, the sensible heat exchanger
was replaced with two plate heat exchangers displaced
in series for a continuous humidiﬁcation of the second-
ary air ﬂow. The new components installed consist of
two cross ﬂow ﬂat plate heat exchangers, a set of spray
nozzles, a basin and a recirculation pump. The spray
nozzles used operate with low water pressure and do
not require special maintenance. Thus return air is
humidiﬁed in two steps before leaving the AHU after
the heat exchange with the supply air stream.
 The return humidiﬁer was eliminated. Some initial com-
parative tests on the performance of the system with and
without the ﬁrst stage humidiﬁcation package have
shown that the return air is suﬃciently humidiﬁed by
the wetted surface inside the heat exchanger.
 No humidiﬁer on the supply side is used, since the out-
side air humidity ratio is normally quite high in the sum-
mertime. Actually, for the speciﬁc site, air humidity
ratio at outlet of the desiccant wheel is seldom much
lower than the desired value. Therefore the use of a sup-
ply humidiﬁer would occur very seldom.
 Desiccant wheel is regenerated by fresh air, which is
heated by the two heating coils. It implies the use of
an additional fan but, on the other hand, the regenera-
tion airﬂow can be reduced.
 No by-pass is used anymore to limit solar heat con-
sumption for the regeneration and to reduce pressure
drops during the wintertime. The decision to avoid the
by-pass across the desiccant rotor and the use of outside
air for the regeneration of the desiccant rotor was aimed
to improve the thermal COP and to reduce electricity
Fig. 3. Layout of the previous DEC system.
Fig. 4. Layout of the DEC AHU after the modiﬁcations are done.
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rate can now be modulated independently of the return
air ﬂow.
In Table 1 principal design data of the system are
listed.The air handling on the psychrometric chart is shown
for typical summer operation conditions in Fig. 5. The
total cooling power of both wet heat exchangers is the
enthalpy diﬀerence between points 3 and 5. It can be noted
that no additional cooling coil is used to reach the supply
temperature of 22 C.
Table 1
Design data of main components installed in the system.
Component Description Project data Conﬁguration
Previous New
Air handling unit of 1250 m3/h
Desiccant wheel Silicagel
D = 700 mm, W = 200 mm Text = 30 C, xest = 16 g/kg j j
Treg = 60 C, xreg = 16 g/kg
Rotational speed: 15 rev h1 Rated air conditions indicated from the producer:
Rated process air ﬂow: 2500 m3/h
Process/regeneration air ﬂow: 3:2
Dehumidiﬁcation capacity 4 g/kg
Rotary heat exchanger Aluminum rotor Rated cooling capacity: 10 kW j
Rotational speed: 600 rev h1 Eﬃciency: 0.68
Wet heat exchangers Aluminum plate cross ﬂow Total rated cooling capacity: 10 kW j
500  500  600 Dry eﬃciency: 0.6
Return humidiﬁer Packaged humidiﬁer Eﬃciency: 0.83 j
Cooling coils Conventional cross ﬂow cooling coil CC1: 16 kW j j
CC2: 6 kW (only sensible cooling)
Heating coils Conventional cross ﬂow cooling coil HC1: 6 kW (refrigerant cycle) j j
HC2: 12.5 kW (solar cycle)
Fan 1 Variable air ﬂow rate Rated air ﬂow rate: 1250 m3/h j j
Pel = 660 W
Fan 2 Variable air ﬂow rate Rated air ﬂow rate: 1250 m3/h j j
Pel = 820 W
Fan 3 Variable air ﬂow rate Nominal air ﬂow rate: 1250 m3/h j
Pel = 420 W
Solar system
Flat plate solar collectors Selective surface middle performance class Absorber surface 22.5 m2 azimuth: 0, tilt 34 j j
Heat storage Global heat transfer coeﬃcient 2 W/m2 K Capacity: 650 l j j
Auxiliary chiller/auxiliary heater
Water chiller (Evaporating unit) with external condenser Rated cooling capacity 24.3 kW j j
On–oﬀ control COP 3.47
Auxiliary gas heater Fuel: methane gas Rated heating power: 24 kW j j
612 P. Finocchiaro et al. / Solar Energy 86 (2012) 608–618In Fig. 6, a picture of the AHU equipped with the wet
heat exchangers is shown.1 - 2       pre-dehumidification coil CC1
2 - 3       desiccant wheel DW
3 - 4       wet heat exchanger HX1
4 - 5       wet heat exchanger HX2
5 - 6       cooling coil CC2
6 - 7       building
7 - 8       wet heat exchanger HX2
10 - 11   condensation heating coil HC1
11 - 12   solar heating coil HC2
12 - 13   desiccant wheel DW
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Fig. 5. Sequence of air handling on return and supply air stream for
typical summer conditions on the psychrometric chart.In addition, the control strategy of the system was
updated. The ﬁrst task of the control strategy is to set
the seasonal operation (cooling, heating or ventilation
cycles) according to the outside temperature. If the outside
temperature is lower than 18 C, the seasonal mode is set to
heating mode, whereas it is set to the cooling mode if the
outdoor temperature is higher than 24 C. Between these
thresholds, the control strategy is set to the ventilation
mode, where the fans run but no active air handling occurs.
The controlled variables used to change the operation
MODE are the inside temperature and relative humidity,
which is also used as feedback to control the dehumidiﬁca-
tion coil CC1. The control algorithm of the AHU for the
cooling cycle has three operation modes:
MODE 1 (indirect evaporative cooling). Only indirect
evaporative cooling is performed, using wet heat exchang-
ers HX1 and HX2. The supply air intake is lateral, down-
stream of the desiccant wheel DW.
MODE 2 (desiccant cooling). In the solar desiccant
cooling cycle, the desiccant wheel is regenerated by means
of the heat provided by solar collectors (HC2) and by the
condensation heat of the refrigerant of the chiller (HC1).
There is no special control of the heating power of this last
coil; it only depends on the internal control of the chiller.
Sections where spray 
nozzles are installed 
Fig. 6. AHU after the modiﬁcations done (left) – spray nozzles system used to humidify the secondary air ﬂow in the wet heat exchangers (right).
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auxiliary cooling coils but also to the radiant ceiling, which
has its own control, condensation heat is often available.
The ratio between the process and regeneration airﬂows
in the desiccant wheel can be varied through the speed con-
trol system for the regeneration fan. No direct control of
the dehumidiﬁcation capacity of the desiccant wheel is per-
formed by varying the regeneration temperature, which is
always as high as possible.
MODE 3 (aux cooling). The auxiliary backup coils CC1
and CC2 are both activated to meet the cooling loads when
the desiccant cycle is not able to reach the desired indoor
air conditions. The ﬁrst coil, CC1, is activated and con-
trolled to maintain a room humidity ratio of 10.5 g/kg, cor-
responding to a relative humidity of 50% at 26 C. The
second coil, CC2, is activated and controlled to reach a
desired supply air temperature of 20 C. The set point cho-
sen for the supply temperature is quite low due to the lim-
ited cooling power of the chilled ceiling, which normally
cannot meet the entire sensible cooling load of the building.
The control of the AHU for the heating cycle has two
additional operation modes:
MODE-1 (heat recovery). Heat recovery from the
return air is accomplished using sensible heat exchangers
HX 1 and HX 2. The supply air intake is lateral, down-
stream of the desiccant wheel.
MODE-2 (active heating). In addition to the heat recov-
ery process, the coil CC2 is used as a heating coil to provide
heat from the storage to the supply air stream. A set point
of 30 C for the supply temperature is used. A gas boiler is
used as a back-up source in the winter season if the
required temperature in the storage cannot be achieved
by the solar collectors (set point 34 C).
Fig. 7 shows a scheme of the operation modes of the
control strategy.
The new control strategy is similar to the one used in the
previous system conﬁguration but diﬀers from it in the fol-
lowing ways:
 The regeneration fan can be now controlled indepen-
dently of the fan for the process air and can be switched
oﬀ in ventilation mode (MODE = 0) and indirect evap-
orative cooling mode (MODE = 1). The new recirculation pump used in the wet heat
exchangers is activated in MODES 2 and 3 and is oﬀ
in all other operation modes.
 No air by-pass across the desiccant wheel is used.
 In the heating operation, free ventilation cannot be used
because, in MODE 0, the inﬂuence of the heat exchan-
ger cannot be excluded.
4. Experimental results
Monitoring data of the modiﬁed DEC system were col-
lected during August–September 2010 and June–July 2011
and results are shown both in terms of instantaneous and
seasonal energy performances. Monitoring and data acqui-
sition started after a start-up and tuning phase that permit-
ted the testing of the operation of the wet heat exchangers
separately from the rest of the system.
In order to measure temperatures inside the AHU,
PT100 class-A sensors were used (accuracy ±0.15 C).
For measurements of air humidity, temperature-humidity
transmitters with an accuracy of 0.3 C/±2.5% were used.
In the air ducts, temperature, relative humidity and air
speed transmitters (active hotwire) were used, with an accu-
racy of 0.2 m/s + 3% of measured value, which also
allowed to calculate supply and return air mass ﬂow rates.
In the hydraulic loop, temperatures were measured with
PT 100 sensors with accuracy of ±0.15 C. Ultrasonic ﬂow
meters with 2.5% accuracy were chosen for hot-water loops
(solar and boiler circuit), and axial turbine-ﬂow sensors
(accuracy 3%) were installed in the circuits of the chiller,
auxiliary boiler and radiant ceiling. Solar radiation was
measured using a pyranometer (1st class, ISO 9060)
installed on the collector plane.
In order to assess the deviation of the monitoring
results, an error analysis has been performed. Highest
expected error refers to the calculation of the instantaneous
heating/cooling power of AHU which is aﬀected by the
uncertainty of the measures of volume ﬂow rate, tempera-
ture and humidity. For typical measured ﬁgures, a maxi-
mum relative error of 8% was calculated.
In general, the monitoring data acquired showed clear
improvements of the energy performances of the system.
Fig. 7. Control strategy for the updated DEC conﬁguration with wet heat exchangers.
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614 P. Finocchiaro et al. / Solar Energy 86 (2012) 608–618In the following graphs, representative data on system
operation on a daily basis are presented.
In Fig. 8, the distribution of cooling power delivered to
the building is reported for an ordinary summer day, show-
ing the very low contribution of the auxiliary cooling coils
CC1 and CC2. The AHU produces dehumidiﬁcation and
cooling power basically only due to the DEC eﬀect, reduc-
ing the electricity consumption for the auxiliary refrigera-
tor used as the backup system.
The cooling power produced by the desiccant cooling
cycle is calculated as the diﬀerence between the total cool-
ing power delivered by the AHU and the contribution of
both auxiliary cooling coils.
PDEC ¼ PAHU  PCC1  PCC2 ðkWÞ
For the day considered, only 1% of the total cooling
energy delivered by the AHU was due to the auxiliary
refrigerator.
The system can provide supply temperatures in the
range of 21–22 C, basically only due to the exploitation
of the evaporative cooling potential.
It can be noted that the system can also eﬃciently pro-
vide air dehumidiﬁcation reaching low values of supply
humidity ratio when the desiccant cooling process is active
(MODES 2 and 3), whereas no humidity control isoperated in MODE 1. However, monitoring data regis-
tered in the conditioned space show that humidity control
could be optimized for a better set point tracking.
In Fig. 9 the cooling power provided by the wet heat
exchangers and the inlet and outlet temperatures are pre-
sented. In this ﬁgure, the cooling power distribution among
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Fig. 11. Distribution of the cooling energy delivered by the AHU.
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The major contribution to the cooling of the process air
is achieved by HX1 due to the high temperature diﬀerence
between the process and secondary air streams entering the
heat exchanger.
It is worth noting that, according to the deﬁnition of
temperature ratio and eﬃciency, the related two curves in
Fig. 10 overlap, being the supply air ﬂow rate slightly smal-
ler than the one on the return side. For the same day of
operation, eﬃciency mean values of 76% and 60% result
respectively for HX1 and HX2, whereas 89% is obtained
if both heat exchangers are considered as one component.
Fig. 11 shows the cooling energy distribution in the
AHU. Almost the total amount of the cooling energy of
the AHU is related to the DEC eﬀect, whereas the contri-
butions of auxiliary cooling coils are close to zero.
The electrical COP of the AHU is deﬁned as the total
cooling energy delivered by the AHU divided by the elec-
tricity consumption due to fans, pumps and other auxilia-
ries, including the electricity consumed by the chiller for
the cold production related to the cooling coils (Henning,
2004; Sparber, 2008).
COP el AHU ¼ PAHUP el Fan þ P el pumps AHU þ P el cool Aux ðÞ
In Fig. 12 the electrical COP of the AHU for the same
summer day is shown. It can be noted that, the total cool-
ing power and the desiccant and evaporative cooling power
almost overlap. Due to the increased cooling performances,
the electrical COP of the system was signiﬁcantly improved
in comparison to the previous conﬁguration, reaching 4.6
as the mean daily value with peaks up to 6. Typical mean
values of the previous conﬁgurations ranged from 2 to
2.9 and from 3.5 to 4.5 for the peak values (Beccali et al.,
2008).
Even if an additional fan is introduced in the new system
conﬁguration, the related increase in electricity consump-
tion is well counterbalanced by the energy savings due to
the lower contribution of auxiliary cooling coils. In the0
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evaporative cooling of the supply air.new system conﬁguration, the fan used for the regeneration
of the desiccant wheel can now be controlled independently
of the one used on the process air side, permitting the opti-
mization of operation according to the regeneration
requirements.
The new conﬁguration can also reduce the work of the
fans in the winter operation, since the return humidiﬁer
was eliminated and the fan used for the regeneration can
now be switched oﬀ.
For an evaluation of the heating power required for the
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1
2
3
4
5
6
7
8
9
10
11
12
0.
03
1.
05
2.
05
3.
07
4.
09
5.
10
6.
11
7.
13
8.
14
9.
14
10
.1
5
11
.1
6
12
.1
7
13
.1
8
14
.1
9
15
.2
0
16
.2
1
17
.2
2
18
.2
3
19
.2
4
20
.2
5
21
.2
6
22
.2
7
23
.2
9
[k
W
]
0
1
2
3
4
5
6
7
8
[-]
; M
od
e
P AHU P DEC mode
COP el AHU COP el mean AHU
Fig. 12. Electrical COP of the AHU.
0.0
0.5
1.0
1.5
2.0
2.5
3.0
3.5
4.0
4.5
5.0
5.5
6.0
0.
03
1.
05
2.
05
3.
07
4.
09
5.
10
6.
11
7.
13
8.
14
9.
14
10
.1
5
11
.1
6
12
.1
7
13
.1
8
14
.1
9
15
.2
0
16
.2
1
17
.2
2
18
.2
3
19
.2
4
20
.2
5
21
.2
6
22
.2
7
23
.2
9
[-]
; M
od
e
mode COP th - HC1 COP th - HC1 + HC2
Fig. 13. Thermal COP of the AHU.
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In Fig. 13, both the thermal COPs of the system refer-
ring to the solar heat (COPth HC2) and to the total heat used
for the regeneration (COPth HC1+HC2) are presented. Daily
values obtained for the thermal COP can be considered
very positively even if the total amount of regeneration
heat is taken into account. The mean daily value of COPth
is about 1.1 if the heat provided by both heating coils HC1
and HC2 is considered, whereas it amounts to 1.8 if only
solar heat is taken into account.
Because the auxiliary cooling machine is used to feed the
radiant ceiling for ambient sensible cooling, the heat recov-
ery coil HC1 is often active, increasing the temperature of
regeneration air ﬂow by about 12–15 C and consequently
assuring good thermal COP of the system.
A comparison on seasonal basis between energy perfor-
mances related to the previous and new system conﬁgura-
tions was carried out. Monitoring data presented for theCC1; 
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Fig. 14. Distribution of the seasonal cooling energy in kWh pro
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Fig. 15. Comparison of the electricity consumption distribution between thprevious conﬁguration were collected during May, June
2009 and July, August, September 2008. Since the opera-
tion hours between the two cases are diﬀerent amounting
to 838 and 1459 respectively for the new and the previous
system conﬁguration. Therefore the analysis must be done
in terms of relative values.
Fig. 14 shows the cold distribution in the AHU both for
the previous and new system conﬁguration. It can be noted
that the contribution of the temperature controlling coil
CC2 is strongly minimized. Thus, the supply temperature
of the AHU in the new conﬁguration is typically reached
without any use of the cooling coil CC2.
For a better understanding of the results, meteorological
conditions occurred during the two time periods considered
must also be taken into account. The higher contribution
of the ﬁrst cooling coil CC1, registered in July 2011, was
related to the higher external air humidities measured
(mean value registered in 2011 was 17 g/kg whereas
13.7 g/kg in 2008).
However, the total contribution of the desiccant and
evaporative cooling eﬀect is about 30% higher for the
new conﬁguration (69%) in comparison to the previous
one (53%).
Fig. 15 shows the distribution of electricity consumption
due to fans, back-up chiller and auxiliaries. In particular,
the electricity consumption for the cold production of the
back-up chiller is lower for the new system conﬁguration
as percentage value.
The water consumption in the new DEC conﬁguration is
due to evaporation occurring on the secondary side of the
wet heat exchangers HX1 and HX2 and can be calculated
as the cooling energy delivered by the AHU due to the
DEC process divided by the heat of vaporization of water.
With the symbols introduced above and referring to the
thermodynamic process described in Fig. 5, it can be esti-
mated with the following formula:CC1; 
1183.7; 
11%
CC2; 
3712.3; 
36%
DEC; 
5454.4; 
53%
duced by the new (left) and the previous (right) DEC AHU.
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Fig. 16. Comparison of monthly PE saving between the new (left) and the
previous (right) system conﬁguration.
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Considering the total cooling energy produced by the
DEC process amounting to 3564 kWh and the total opera-
tion hours of the system (838 h), a daily mean value of
water consumption of about 70 l/day can be calculated.
Finally, a comparison between the two DEC system
conﬁgurations and a conventional AHU is shown in
Fig. 16. The analysis was performed according to the men-
tioned monitoring procedure developed in the framework
of the IEA Task 38.
Monitoring results show that better performances for
the new DEC conﬁguration were experimented even if
the diﬀerence between the two cases is moderate. The pri-
mary energy saving calculated as seasonal mean value
results 53.7% and 49.2% respectively for the new and the
previous system conﬁguration. For a better understanding
of the results, the mentioned increase of the contribution of
the cooling coil CC1 and the weight of the ventilation and
auxiliaries in the electricity consumption distribution have
to be taken into account.5. Conclusions
In the present work, an innovative desiccant cooling
cycle using wet heat exchangers is presented. The system
presented is a Solar DEC air handling unit, which was
recently modiﬁed and updated according to a new concept
mainly based on the use of wet plate heat exchangers.
Monitoring results related to the modiﬁed conﬁguration
showed that, due to the optimization of the indirect evapora-
tive cooling process, a supply temperature in the range of 21–
22 C can be achievedwithout the use of an auxiliary cooling
coil. Therefore, the electricity consumption of the auxiliary
cooling machine in the new system conﬁguration can be sig-
niﬁcantly reduced in comparison to the previous one.
Monitoring data show very good operation and high
eﬃciency of wet plate heat exchangers.
Furthermore, the use of the plate heat exchanger elimi-
nates the possible moisture carryover that can occur in therotative heat exchangers normally used in DEC systems
and air leakages between two airﬂows.
The use of a dedicated fan for the regeneration of the
desiccant wheel seems to be a good solution permitting
an independent control of the regeneration process. The
new conﬁguration can also reduce the work of the fans in
the winter operation, since no return humidiﬁer is used
and the regeneration fan can now be switched oﬀ.
According to results shown, the modiﬁcations made
have brought considerable beneﬁts in terms of higher elec-
trical COP and consequently primary energy saving in
comparison with a conventional AHU.
The results of system performances are clearly related to
the climate of the site. Better ﬁgures can be expected in
dryer climates, since high values of outside air humidity
ratio cause a major operation of the auxiliary refrigerator
reducing the primary energy saving.
The authors are working on the eﬃciency assessment of
wet heat exchangers through targeted experimental tests
carried out in a speciﬁc facility. Numerical simulations of
the whole DEC system will be utilized to evaluate perfor-
mances in other climatic conditions.
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